Lesson Learned Storage Inventory Calculation Use First Order Filter on Temperature Measurement
• Ambient temperature external of storage is used for mass calculation -Eliminates electrical equipment in C1D2GB electrical area -Eliminates penetration into high pressure storage vessel • However, Peak pressure does not coincide with peak daily temperature -Delay is due to heat transfer from ambient to massive steel vessels • Mismatch leads to error and variation in "constant" mass calculation • First order filter reduces standard deviation of calculated mass by a factor of 10 
